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Abstract: This paper presents a vector current controller (in the synchronous reference, or the dq,
frame) with negative-sequence current injection capability for three-phase grid-connected converters.
This capability is desired for the operation of the converter during unbalanced conditions and also for
a certain type of islanding detection. The proposed controller first determines the double-frequency
current references and then uses a sixth-order two-input two-output proportional-integral-resonance
(PIR) structure, which is optimally designed. Compared with the existing similar approaches, the
proposed controller has a simpler structure and more robust performance, e.g., against system pa-
rameter uncertainties and weak grid conditions. The proposed controller is developed for converters
with both the L-type and LCL-type filters. For the LCL-type converter, a suboptimal partial state
feedback control is also proposed to achieve robust stability and active damping of resonance poles
without requiring additional sensors. Detailed experimental results are presented to illustrate the
properties and performances of the proposed controller.
Keywords: vector current control; distributed energy resources; grid-connected inverter; negative-
sequence current injection; islanding detection
1. Introduction
Grid-connected converters exchange positive-sequence balanced current with the grid
during normal operation. However, they may be required to exchange a negative-sequence
current component in some conditions. For example, during an asymmetrical grid fault,
when the grid is unbalanced [1–6] or when they are equipped with an active islanding
detection mechanism, which is based on injection of a small negative-sequence current [7,8].
The common control approach is the vector current control (VCC) technique in the
synchronous reference (or dq) frame where the current references become constant [9]. To
maintain this desired feature of the VCC approach, i.e., having constant references, while
injecting a negative-sequence current, two separate control channel are put together for
each sequence component. In this approach, multiple filters must be inserted into this
structure to block the double-frequency oscillations. Despite some solutions to simplify the
controller, e.g., [10], this approach still has an increased order and structural complexity
of the controller [7,11–13]. One more important concern with this approach is the impact
of those controller dynamics in aggravating the system oscillations under weak grid
conditions [14–16]. Moreover, such approaches are not directly applicable to the inverters
with LCL-type filters due to the complex coupling of the two axes in these filters. For
this reason, almost all controllers for implementing fault ride-through are structured in
a stationary (or natural time) domain with extensive current reference calculations and
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multiple resonance controllers [1,5,17–19]. In [20], the controller gains in a stationary frame
for an LCL-type filter are designed using a linear matrix inequality (LMI) approach.
In [21], this problem is addressed for an inverter with an LCL filter where the controller
and also a state observer are optimally designed. Resonant (or internal model based)
controllers are used for perfect tracking. However, two different control channels are still
used for the dq axes. In [22,23], the real power oscillations are removed by injecting an
unbalanced current. However, only an L-type filter is considered. Separate control channels
are used, and the design of current controllers are not discussed in [23].
Robust sliding mode control (SMC) for grid-connected voltage source converters
(VSCs) operating under unbalanced grid conditions has been proposed in [24]. Although
the proposed method does not require a phase-locked loop (PLL), it employs an observer
to estimate positive- and negative-sequence components of the grid voltage. Moreover, the
SMC technique suffers from the chattering phenomenon, which degrades controller perfor-
mance and its accuracy [25]. In [26], an enhanced three-stage passivity-based controller
for LCL-type VSCs connected to a weak and unbalanced grid is proposed. This method is
structurally complex and assumes to have access to all current and voltage signals.
This paper proposes a new controller for a VSC based distributed energy resource
(DER) unit with negative-sequence current injection capability. The application of islanding
detection is considered for the study presented in this paper. The proposed controller finely
determines the reference currents and then uses a multivariable proportional-integrating-
resonance (PIR) function. This obviates the need for several notch filters used in existing
methods, e.g., in [7,27,28], which significantly reduces the controller’s order. The reduced
order of the proposed controller together with its optimal design lead to a high level of
robustness against weak grid conditions and system uncertainties as demonstrated in this
paper. The proposed controller is applied to both L-type and LCL-type filters without
requiring additional sensors or observers. The LCL-type filters are increasingly used due
to their lower cost and volume, which leads to higher power density as well as higher
efficiency for high power applications.
The effectiveness of the proposed control scheme is validated using experimental tests
under IEEE1547 anti-islanding test conditions, unbalanced load, weak grid conditions,
and uncertainties in the output filter parameters. All the developments and testing are
performed for two cases of inverters with L-type and LCL-type output filters. Performances
of the proposed method and conventional method are compared against uncertainties
in system parameters and against weak grid conditions. It is shown that substantial
performance improvement is achieved.
The main contributions of the paper are (1) proposing a structurally simple and ro-
bust current controller for the VSCs with negative-sequence current injection capability;
(2) proposing a systematic and step-by-step control design algorithm applicable to both
L-filter and LCL-filter interfaced VSCs; (3) developing an active islanding detection algo-
rithm based on negative-sequence current injection for L-type as well as LCL-type VSCs;
(4) presenting several simulation and experimental scenarios to verify the performance of
the proposed control systems and islanding detection algorithm.
2. Test Setup
Figure 1 shows a schematic diagram of the test system consisting of a DER unit
and a local parallel RLC load connected to the grid through switch S. The grid has been
represented by an ideal voltage source behind an impedance whose per-phase resistance
and inductance have been denoted by Rs and Ls. The power circuit of the DER unit
comprises a conditioned prime energy source that is modeled by a dc voltage source, a
VSC, and a three-phase output filter, which could be an L-type or LCL-type filter. A step-up
transformer connects the DER unit to the point of common coupling (PCC). The RLC load
is tuned at the resonance frequency of 60 ± 0.1 Hz to behave as a pure resistance, R, which
is adjusted to absorb the nominal power of the DER unit at the nominal PCC voltage.
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Figure 1. A schematic diagram of the test system.
3. Overview of a Conventional Islanding Detection Method
In [7], an islanding detection method is presented where the VSC injects a small
amount of negative-sequence current during normal operation. Its block diagram struc-
ture is shown in Figure 2. Its current controller consists of two channels: one channel
regulates the positive-sequence component of the DER terminal current and thereby the
output real and reactive powers of the unit; the other channel controls the amplitude of
negative-sequence current for the purpose of islanding detection. The current control task
is performed in a rotating dq frame whose angle is that of the PCC voltage obtained from
a PLL. A unified three-phase signal processor (UTSP) whose input is the PCC voltage is
used for precise detection of negative-sequence voltage after islanding occurs.
Figure 2. A schematic diagram of the conventional controller of [7].
Each control channel includes four second-order notch filters and two PI controllers.
Furthermore, its PLL uses a loop filter of order 4, H(s), as shown in Figure 2, in order to
block the double-frequency ripples. Its UTSP is a system of order 7. The total order of the
controller of [7] amounts to 30, which indicates a rather complicated structure. In addition
to the implementation burden, such a complex structure causes the inverter responses to
deviate from the designed characteristics when uncertain and weak grid conditions and
disturbances are present, as shown in this paper.
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4. Proposed Controller
As shown in Appendix B, to inject a negative-sequence current with magnitude In,
the dq components of the current must have a double-frequency component with the same











where ω0 is the nominal angular frequency.
4.1. Proposed Control Structure
The proposed control scheme directly operates on the basis of (1) and consists of
an output controller and a state feedback controller, as shown in Figure 3. The output
controller is a sixth-order linear time-invariant (LTI) system with two inputs and six outputs
and is properly constructed (using a PIR function) so that the precise tracking of stepwise
commands and double-frequency sinusoidal signals are guaranteed. Such a controller also
ensures the complete rejection of dc and double-frequency disturbances. Therefore, the
matrices, Ac and Bc, implement the characteristic polynomial of p(s) = s(s2 + 4ω20) in a
2I6O controllable system [29]. In other words,
Ac = blkdiag{Ac1 , Ac2}, Bc = blkdiag{Bc1 , Bc2} (2)




















, i = 1, 2 (3)
The gains of the output controller, i.e., Kc, are multiplied with the controller state
variables in a coupled manner (Figure 3). The subscript c is used for the state variables of
the output controller and p for those of the plant.
Figure 3. The structure of the proposed control scheme.
4.2. Mathematical Modeling
4.2.1. L-Type Filter
Assume the L-type filter is used with inductance L f and parasitic resistance R f . More-
over, let us consider the phase-angle of the PCC voltage, θ(t), as the reference phase-
angle for the Park transformation. We then apply the KVL to the ac side to obtain
vt,dq = R f it,dq + L f (
dit,dq
dt
+ jωit,dq) + vs,dq, in which ω = θ̇. Defining the state, input,
output, and disturbance vectors as
xTp =[x1 x2]= [itd itq], y
T =[y1 y2]= [itd itq]
uT =[u1 u2]= [vtd vtq], w
T =[w1 w2]= [vsd vsq],
(4)
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leads to an LTI model described by



















where I2 is the 2 × 2 identity matrix.
The state-space model of the output controller is given by
ẋc = Acxc + Bce = Acxc − BcCpxp + Bcyre f (7)
where e = yre f − y = yre f − Cpxp is used. Augmenting the controller and plant state-space


























and C = [0 Cp]. The control law in the form of a full state feedback may be written as
u = −Kcxc − Kpxp = −Kx, K = [Kc Kp]. (10)
4.2.2. LCL-Type Filter
Consider an LCL filter with the converter side impedance Lcs + Rc, capacitance C f ,
and the grid side impedance Lgs+ Rg. This will increase the number of plant state variables
to 6, and xp may be defined as x
T
p = [itd itq vcd vcq igd igq]. The plant state-space model is
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[I2 0], Cp =[I2 0], E
T =− 1Lg [0 I2]
(11)
where 0 is the zero matrix of proper dimensions [30]. The augmented system equations
and the state feedback law remain the same as Equations (8), (9), and (10), respectively.
4.3. Optimal Controller Design
The disturbances and set-points can be expressed in terms of the linear combination
of dc and double-frequency sinusoidal signals, i.e., span{1, cos(2ωt), sin(2ωt)}. Therefore,
applying the linear transformation defined by p(D) = D(D2 + 4ω2) (where D is the time






+ 4ω2)][c1 + c2 sin(2ωt) + c3 cos(2ωt)]=0,
for all constants c1, c2, c3. Now, we apply p(D) to both sides of equations (8) and (10)
to obtain
ż(t) = Az + Bv, vs. = −Kz (12)
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, andvs. = p(D)u. It can readily be observed
that zc = [e1 ė1 ë1 e2 ė2 ë2]
T where e1 = itd,re f − itd, e2 = itq,re f − itq.
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The cost function (Equation (13)) penalizes the tracking errors as well as their first-
and second-order time-derivatives. All components of the cost function converge to zero if
the closed-loop system is asymptotically stable.







































A step-by-step algorithm for designing the state feedback gains is proposed as follows.
Design Algorithm for L-Type Filter:
Step 1. Initialize the parameters of the cost function to r1 = r2 = 1 and q1 = q4 = ǫ, where
0 < ǫ ≪ 1 is a real number, and the remainder of qi’s are zero.
Step 2. Increase q1 and calculate K using the MATLAB command lqr. Plot the trajectory
of closed-loop poles, i.e., eigenvalues of Acl = A − BK. Increase q1 until the
low-frequency dominant poles obtain sufficient distance from the imaginary axis.
Freeze q1 and proceed to Step 3.
Step 3. Repeat Step 2 for q4. This will shift the low-frequency poles of the second channel
to the left.
Step 4. Repeat Step 2 consecutively for q2, q5, q3, and q6. Notice that q2 and q3 are the
coefficients of the ė1 and ë1, and this means that they can introduce more damping
to the high-frequency poles (at double-frequency). The same is true for q5 and q6
of the second control channel.
Step 5. Final fine-tuning may be carried out by increasing q7 and q8 until the closed-loop
poles are located at desirable places.
Design Algorithm for LCL-Type Filter:
Step 1–4. Same as for the L-type filter.
Step 5. Increase q7, q8, and q9, consecutively, to introduce sufficient damping to the
resonance poles of the LCL
Step 6. Final fine-tuning may be carried out by increasing q10 to q12 until the closed-loop
poles are located at desirable places.
Remark on distance of poles: The distance of the closed-loop poles from the imagi-
nary axis determines the speed of responses. This distance should be sufficient to produce
fast responses that ensure current limiting is achieved when grid voltage transient faults
occur. However, on the other side, the distance is limited by the measurement noise sen-
sitivity and also the switching frequency constraints, i.e., the common rule that several
switching cycles must be included within the time constant of the system responses.
Design Example for L-Type Filter:
Figure 4 shows the loci of the closed-loop system poles obtained by executing the
proposed design algorithm. The numerical values of the system parameters are given in
Table A1. In this figure, first, q1 varies from 10
14 to 1018. The loci of the poles versus the
variations of q1 are shown in blue. Then, q4 varies from 10
14 to 1018, and the movement of
the poles is shown in red. Subsequently, q2 and q5 vary between 10
10 to 1012.5, consecutively.
Finally, q3 and q6 are varied between 10
4 to 106.5. These introduce adequate damping to
the double-frequency poles of the controller. At this location, the closed-loop system poles
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are at −458 ± j345, −364 ± j125, −346 ± j987, and −243 ± j831, which indicates fast and
damped responses. The controller gains are
K=
[
−9.7 × 108 −3.2 × 105 −4976 2.6 × 108 9.3 × 104 1395 7 0
︸ ︷︷ ︸
Kc






























0.4 0.28 0.2 0.14 0.09 0.04
0.8
0.56
0.4 0.28 0.2 0.14 0.09 0.04
Figure 4. Loci of the closed-loop system poles for the L-type filter.
Design Example for LCL-Type Filter:
Figure 5 shows the loci of the poles of the closed-loop system when the proposed
design algorithm is executed for the LCL-type filter. First, q1 and q4 are consecutively
increased from 1015 to 1018. Subsequently, q2 and q5 are varied between 10
9 to 1012.5. Then,
q3 and q6 are varied between 10
3 and 106.5. These introduce adequate damping to the
double-frequency poles of the controller. Finally, q7 and q8 are varied between 10
−2 and 101;
q9 and q10 are increased from 10
−3 to 10−1. This will introduce sufficient damping to the
resonance poles. At this location, the closed-loop poles are at −414 ± j361, −395 ± j4966,
−395 ± j4212, −248 ± j66, −236 ± j862, and −143 ± j780, which indicates fast and damped
responses. The controller gains are
K=
[
−9.3 × 108 6.7 × 105 −4.8 × 103 3.8 × 108 −2.2 × 105 1.7 × 103 8.95 0 0.14 −0.02 1.44 −0.14
︸ ︷︷ ︸
Kc
− 3.8 × 108 2.2 × 105 −1.7 × 103 −9.3 × 108 6.7 × 105 −4.8 × 103
︸ ︷︷ ︸
Kp
0 8.95 0.02 0.14 0.14 1.44
]
.
Design for LCL-Type Filter without Additional Sensors:
The LCL-type filter requires six additional number of sensors compared with the L-
type filter. The proposed optimal controller design, however, proved to be working without
using the new state variables of the LCL-type filter in the feedback loop. Figure 6 shows the
closed-loop eigenvalues of the system when the gains of the additional signals are forced
to zero. It is observed that this does not introduce instability or noticeable performance
degradation, compared to when all the variables are used in the feedback, i.e., Figure 5. The
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closed-loop poles are at −478± j4152, −440± j4912, −277± j379, −240± 140, −237± j927,
and −136 ± j796, which indicates fast and damped responses. The controller gains are
K=
[
−9.4 × 108 6.6 × 105 −4.8 × 103 3.5 × 108 −2.1 × 105 1.6 × 103 8.84 0 0 0 0 0
︸ ︷︷ ︸
Kc
− 3.5 × 108 2.1 × 105 −1.6 × 103 −9.4 × 108 6.6 × 105 −4.8 × 103
︸ ︷︷ ︸
Kp
0 8.84 0 0 0 0
]
.
Figure 5. Loci of the closed-loop system poles for the LCL-type filter.
Figure 6. Loci of the closed-loop system poles for the LCL-type filter without additional sensors.
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4.4. Detection of Sequences
A modified version of the unified three-phase signal processor (UTSP) of [7] is used
in this paper. This was recently proposed in [22]. It is capable of robustly and accurately
measuring the negative-sequence voltage. The operation of this processor is conveniently
controlled by two gains: µ1 and µ2. The setting of these two gains are µ1 =
2





, where ζ1 and ζ2 are two damping ratios. The first damping ratio specifies the filtering
strength, while the second damping ratio determines the bandwidth of the frequency
estimation loop.
5. Robust Stability Analysis
It is shown that multivariable quadratic designs have the property of a large gain
margin and good phase margin for each control channel. Similar results are derived
for nonlinear perturbations in the feedback loop [31,32]. However, in this section, a
robust stability analysis for the closed-loop system with respect to uncertainties in the
system parameters is carried out. The state-space A-matrix of the closed-loop system is
Acl = A − BK, where the state feedback gain K is designed in Section 4.3. To incorporate
the parameter uncertainties, an approach is to employ a matrix set, referred to as the





λi Acli , (15)
where Acli , i = 1, . . . , q, are known vertices of the polytope; q is the number of vertices;
λ =
[
λ1 . . . λq
]T
belongs to a standard unit simplex defined by
Λ =
{







Theorem 1. The closed-loop state matrix in Equation (15) is stable for all λ ∈ Λ if there exist























for i = 1, . . . , q.
Proof. See Theorem 2.4 in [34].
The conditions given in Equation (17) are in terms of LMIs in unknown variables Pi,
S1, and S2. The LMIs can be solved using YALMIP [35] as an interface and MOSEK [36] as
a semidefinite programming (SDP) solver.
5.1. Robust Stability Analysis for L-Type Filter
To analyze the robust stability of the closed-loop system with respect to the uncertainty
in the VSC and grid inductances, i.e., L f and Ls, which are connected in series, it is assumed
that L f + Ls∈[Lmin Lmax]. In this case, the polytope in Equation (15) has q = 2 vertices:
Acl1 = A(Lmax)− B(Lmax)K,
Acl2 = A(Lmin)− B(Lmin)K,
(18)
where (A(Lmax), B(Lmax)), and (A(Lmin), B(Lmin)) are obtained from Equation (9) by
substituting the maximum and minimum values of L f + Ls, respectively. The values
of Lmin and Lmax are initially chosen close to the nominal value of L f . Subject to the
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feasibility of the LMI conditions in Equation (17), the uncertainty interval [Lmin Lmax] is
iteratively stretched such that the largest possible uncertainty interval is found. Following
this procedure, the uncertainty interval L f + Ls ∈ [1 35]-mH is obtained. As a result, the
LMI conditions in equation (17) guarantees that the closed-loop system is robustly stable
for all values of L f + Ls in the given interval.
5.2. Robust Stability Analysis for LCL-Type Filter
For the case of the LCL-type filter, the robust stability of the closed-loop system
is analyzed for the uncertainties in the LCL filter parameters Lc, Lg, C f , and the grid
inductance Ls. In this case, the polytope in Equation (15) has q = 23 vertices Acli , i =
1, . . . , q, obtained by substituting the maximum and minimum values of Lc, Lg + Ls, and
C f in the plant model (Equation (11)) and the resultant matrices in Equation (9). Following
the stretching procedure proposed for the case of the L-type filter, the robust stability of the
closed-loop system for all values of Lc, Lg + Ls, and C f in the intervals Lc ∈ [1 17.5]-mH,
Lg + Ls ∈ [2.5 15]-mH, and C f ∈ [10 22]-µF is guaranteed.
6. Performance Evaluation
An experimental test setup has been developed, as shown in Figure 7, with the
parameters of Table A1. This realizes the test system of Figure 1 and is a hardware-in-the-
loop (HIL) configuration consisting of: (1) a 20-kVA two-level SemikronSKHI61 inverter; (2)
a pulse width modulation (PWM) signal generator; (3) either an L-type filter realized by a 5-
mH, 25-A inductor or an LCL-type filter realized by two 5-mH, 25-A inductors and a 19-µF
capacitor; (4) a 20-kVA, 50:120 V step-up transformer; (5) a dc voltage source implemented
using a full-bridge diode rectifier fed by a 24.2-kVA, 50-A autotransformer with a variable
output voltage of 0–280 V, a 450-V dc capacitor on the dc side of the diode rectifier, and
a 1:1 isolating transformer interfacing the ac side of the diode rectifier to the grid; (6) a
circuit breaker (CB) representing the islanding switch; and (7) an RLC load connected to
the low-voltage side of the step-up transformer. The DER controller is implemented on
an OP5600 real-time digital simulator. The simulator and the hardware interact through:
(i) an OP8660 HIL Controller and Data Acquisition Interface that measures vsabc, Vdc, and
itabc signals and supplies them to the OP5600 simulator; and (ii) three output channels of
the OP5600 simulator that supply the reference signals v∗tabc to the PWM signal generator
device. The amplitude of the injected negative-sequence current has been fixed at 4%, and
the detection threshold is set at 2%. All signals are saved using OP5600 scopes as data files
and then re-plotted in MATLAB.
6.1. L-Type Filter
6.1.1. Performance Under the IEEE1547 Test Conditions
This standard requires the DER unit to detect the island within 2 s of its formation. At
t =1 s, an intentional islanding event is produced by manually opening the circuit breaker
CB. Figure 8 presents the results. The DER detects this increase in Vn and successfully
declares an islanding condition within about 6 ms. Figure 8c shows the injected double-
frequency perturbations in Itd and Itq. Figure 8e,g show that Vp and f have the same
steady-state value before and after the islanding event since the DER powers match those
of the load in steady-state.
6.1.2. Effect of Load (L) Imbalance
In this case, the inductance of phase ‘a’ of the load has been reduced by 50%. Figure 9
shows that the proposed control scheme maintains stability and detects the island in about
4 ms. Contained oscillations in Vn are due to the resonance between the perturbed L and
C. This mismatch also causes the frequency to deviate from its nominal value following
the islanding.
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Figure 7. Experimental setup: (top) a block diagram of the circuit, and (bottom) the laboratory setup.
6.1.3. Performance Under Weak Grid Conditions
The PCC short-circuit ratio (SCR) is weakened by adding a 5-mH series inductor
between the PCC and the low-voltage terminals of the step-up transformer. Before adding
this inductor, the PCC SCR is about 10, and the added 5-mH inductor reduces the SCR to
about 1.8, thus creating a weak grid condition. Figure 10 illustrates the stable performance
of the control and the successful detection of the island within about 2 ms.
6.1.4. Effect of Filter Parameter Uncertainty
The inductance of the output filter has been increased by 100% by adding another
5-mH inductor to it. Figure 11 illustrates the stable performance of the controller and the
successful detection of the island in about 7 ms despite this considerable uncertainty.






















1 1.025 1.05 1.075 1.1
0
1
Figure 8. L-type filter case: Performance of the proposed controller under the IEEE1547 anti-islanding
test: (a) three-phase PCC voltages; (b) three-phase inverter terminal currents; (c) d- and q-axis
components of the inverter terminal current; (d) fundamental frequency power components of
the DER unit; (e,f) amplitudes of positive- and negative-sequence PCC voltage, respectively; (g)












1 1.5 2 2.5 3
0
1
Figure 9. L-type filter case: Performance under load (L) imbalance: (a,b) estimated magnitudes of
positive- and negative-sequence PCC voltage, respectively; (c) estimated frequency; and (d) ID signal.
6.2. LCL-Type Filter
6.2.1. IEEE1547 Test Conditions
Figure 12 illustrates the successful detection of the islanding event in about 5 ms.
6.2.2. Load (L) Imbalance
Figure 13 shows the successful detection of the islanding event in about 4 ms.
Energies 2021, 14, 4549 13 of 22
6.2.3. Weak Grid Conditions
Figure 14 shows that the controller has a stable performance, and the islanding
detection is successful under weak grid conditions. The pre-islanding negative-sequence
voltage component at PCC appears but does not cause an erroneous islanding detection.
6.2.4. Filter Parameter Uncertainty
The grid-side inductance of the LCL filter has been increased by 100% by adding a
5-mH inductor in the series with Lg. Figure 15 shows the results illustrating the stable
performance of the controller and the successful detection of the island in about 4 ms.
6.3. Comparison with Conventional Controller
The conventional controller is designed according to the guidelines of [7]. The pa-
rameters of the system and controller are given in Table I and Appendix A of [7]. At
t = 1 s, a step jump from 0.66 pu (2300 A) to 1 pu (3460 A) in the positive-sequence
real current is applied to both systems. The following four scenarios are simulated in
the MATLAB/Simscape environment using the realistic switching model of the VSC. In
each scenario, the real and reactive currents, and the error of the current signals for both
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1
Figure 10. L-type filter case: Performance under weak grid condition with SCR = 1.8: (a,b) estimated
magnitudes of positive- and negative-sequence PCC voltage, respectively; (c) estimated frequency;
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1
Figure 11. L-type filter case: Performance under 100% increase in filter inductance: (a,b) estimated
magnitudes of positive- and negative-sequence PCC voltage, respectively; (c) estimated frequency;
and (d) ID signal.
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6.3.1. Case I: Base Conditions
In this case, no uncertainty is considered, and the grid is stiff (SCR = 20). Figure 16
shows that both methods have similar transient responses, while the proposed one shows
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Figure 12. LCL-type filter case. Performance of the proposed controller under the IEEE1547 anti-
islanding test: (a) three-phase PCC voltages; (b) three-phase inverter terminal currents; (c) d- and
q-axis components of inverter terminal current; (d) fundamental frequency power components of
the DER unit; (e,f) amplitude of positive- and negative-sequence voltages at PCC, respectively;
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Figure 13. LCL-type filter case. Performance under load (L) imbalance: (a,b) estimated magnitudes of
positive- and negative-sequence PCC voltage, respectively; (c) estimated frequency; and (d) ID signal.
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Figure 14. LCL-type filter case. Performance under weak grid condition with SCR = 1.8: (a,b)
estimated magnitudes of positive- and negative-sequence PCC voltage, respectively; (c) estimated
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Figure 15. LCL-type filter case: Performance under 100% increase in Lg: (a,b) estimated magnitudes
of positive- and negative-sequence PCC voltage, respectively; (c) estimated frequency; and (d)
ID signal.
6.3.2. Case II: Uncertain Conditions
An uncertainty of 30% is introduced in the inverter filter inductance. Figure 17 shows
that this uncertainty has slowed down the conventional method’s response, while the
proposed method is unaffected.
6.3.3. Case III: Weak Grid Conditions
A weak grid condition that reduces the SCR from 20 to 2 is introduced in the system.
Figure 18 shows that this weak grid condition has caused a further increase in the response
transient time and the level of oscillations in the conventional method, while the proposed
method is unaffected.
6.3.4. Case IV: Uncertain and Weak Grid Conditions
A 50% uncertainty in the filter inductance is combined with the weak grid condition
(SCR = 2). Figure 19 shows that the responses of the conventional system have become
very sluggish, and the coupling between the real and reactive current loops has increased,
whereas the proposed method is still unaffected.
Further simulations demonstrate that the proposed method is strongly robust against
the inverter filter uncertainties and weak grid conditions. For example, with an uncer-
tainty of 250% in the inverter filter combined with an extremely weak grid (SCR = 1), the
proposed method still provides good performance, while the conventional system shows
poor performance and even becomes unstable when the uncertainty in the L-filter exceeds
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100% and the grid SCR is below two. This concludes that due to the inclusion of multi-
ple additional filters in the conventional controller, interfering dynamics are produced,
which compromise its robust performance and stability under uncertain and/or weak grid
conditions. Moreover, the proposed method is computationally more efficient than the
conventional method. For example, when running the simulation in the Matlab/Simulink



















Figure 16. Comparison of the results for Case I: dq components of the inverter currents (It,dq) and
error signals (et,dq): (a,b) conventional method, and (c,d) proposed method.


















Figure 17. Comparison of the results for Case II: dq components of the inverter currents (It,dq) and
error signals (et,dq): (a,b) conventional method, and (c,d) proposed method.


















Figure 18. Comparison of the results for Case III: dq components of the inverter currents (It,dq) and
error signals (et,dq): (a,b) conventional method, and (c,d) proposed method.


















Figure 19. Comparison of the results for Case IV: dq components of the inverter currents (It,dq) and
error signals (et,dq): (a,b) conventional method, and (c,d) proposed method.
7. Conclusions
This paper presented a new controller for a grid-connected converter unit with
negative-sequence current capability. The main advantage of the proposed control scheme
with respect to the similar existing one is the simultaneous control of the negative-sequence
perturbation and positive-sequence current by means of a single unified controller. This
feature greatly simplifies the controller. This simplified structure, together with the opti-
mal design of the proposed control scheme, provides a high level of robustness against
variation of grid stiffness and filter parameter uncertainties. The proposed controller is
also applicable to both L- and LCL-type output filters.
Author Contributions: Conceptualization, H.K. and M.K.-G.; Modeling and simulation, H.K. and
A.H.; Experimental results, A.H., M.K.-G., and H.K.; Formal analysis, H.K., M.K.-G., M.S.; Stability
analysis, M.S. ; Investigation, H.K., A.H., and M.K.-G.; Writing–original draft preparation, A.H. and
M.K.-G.; Writing–review and editing, M.K.-G., A.H., and H.K.; Supervision, H.K and M.K.-G. All
authors have read and agreed to the published version of the manuscript.
Funding: This research received no external funding.
Energies 2021, 14, 4549 20 of 22
Conflicts of Interest: The authors declare no conflict of interest.
Appendix A. Test System Parameters
Table A1 presents the parameters of the test system.
Table A1. Parameters of the experimental setup of Figure 7.
DER Unit
Parameter Value Rating Manufacturer
Inverter power rating 20 kVA Semikron
Switching frequency 10 kHz
L f , R f 5 mH ,60 mΩ 25 A Hammond
Lc, Rc 5 mH ,60 mΩ 25 A Hammond
Lg, Rg 5 mH ,60 mΩ 25 A Hammond
C f 19 µF 240 V Lab-Volt
Load
R, L, C 8 Ω, 92.6 mH, 76 µF 500 W, 25 A, 240 V Hammond, Lab-Volt
Grid and DC Source
Voltage, Freq 86 V (rms-LL), 60 Hz 12 kVA
DC Source 280 V 24 kW
Controller
OP5600 Real-time Simulator OPAL-RT Technologies
OP8660 HIL Controller OPAL-RT Technologies
UTSP
ζ1, ζ2 0.4, 1.5
Appendix B. Representation of Unbalanced Signals in the dq-frame

















































where Ap, An, and Az are, respectively, the magnitudes of positive-, negative-, and zero-
sequence, and δp , δn, and δz are the corresponding phase-angles. Applying the Park
transformation with angle θ to the three-phase signal xabc(t) yields xd(t) = Ap cos(ωt −
θ + δp) + An cos(ωt + θ + δn), xq(t) = Ap sin(ωt − θ + δp)− An sin(ωt + θ + δn), x0(t) =
Az cos(ωt + δz). When ωt − θ = θ0, with θ0 being a constant, the representation of the
positive-sequence component of xabc(t) in the dq-frame will be constant components,
while its negative-sequence component will oscillate at the double-frequency 2ω. Now,
consider xd(t)= A + C cos(2ωt+δd), xq(t)= B + D cos(2ωt+δq), and x0(t)= 0, where ω
is the angular frequency, and the parameters A, B, C, D, δd, and δq are some constant real
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numbers (C ≥ 0, D ≥ 0). Using the reference phase-angle θ(t) = ωt and applying Park

















Thus, the conditions that eliminate the third harmonic are C = D and δq = δd + 90.
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